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REMOVE ANCHORS (TYP.)

CIRCUIT 1250
CIRCUIT 1240
RESTORE AERIAL TAP
TYPICAL 10’ STEEL MAST
FOR LIGHTNING PROTECTION
INSTALL OWNER FURNISHED
15KV CLASS POST INSULATORS
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REMOVE CIRCUIT 1230
JUMPERS

REPLACE EXISTING
SIDE-BREAK GOAB

SWITCH

CONVERY CIRCUIT 1230 TO
CIRCUIT 1250

CONVERT CIRCUIT 1220 TO
CIRCUYIT 1240
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1. SEE 1981 DISTRAN REFERENCE DRAWINGS FOR STRUCTURAL DETAILS. 3. METERING INCLUDING PTs AND CTs WILL BE PROVIDED 4. DIS—TRAN SHOP DRAWINGS WILL BE PROVIDED FOR SECTION m f8ia | 2
BYPASS SWITCHES WILL NOT BE USED FOR NEW METERING STRUCTURE. BY TECO — FURNISHED AND INSTALLED. CONSTRUCTION Bed i |80
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2. METERING STRUCTURE WILL SUPPORT (3) PTs AND (3) CTs CTs WILL BE ABB MODEL #VOY—11 7525A23G07 7 ; )
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